three inches = one foot

one and one—half inches = one foot

= one foot

one inch

three—quarters inch = one foot

= one foot

one—half inch

three—eights inch = one foot

one—quarter inch = one foot

one eigth inch = one foot
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18"PINE

7L

CONNECT NEW 4" WASTE
LINE TO EXISTING WASTE LINE.
VERIFY EXACT SIZE

OCATION.

RATED 24” MANHOLES:
(SEE DETAIL)

AFL INDUSTRIES
4" _OIL STOP VALVE,
1-1 91 GRAVITY FLOW.
1" VENTINSTALLED PER
MANUFACTU RECOMMENDATIONS.

= PLUMBING SITE PLAN

SCALE: 1" = 10

18"PECAN

CONNECT NEW 4" STORM
DRAIN LINE TO EXISTING
STORM DRAIN. FIELD

VERIFY EXACT SIZE AND
LOCATION.

BUSH

3

NEW 4” STORM DR LINE.
REFERENCE PLUMB SITE
PLAN FOR CONTINUATIO

1—1/2" UNDERGROUND
GAS PIPING.

NEW GAS REGULATOR
DEMAND = 200 MB

LONGEST RUN (REF) = 40’
PRESSURE = 2 PSIG
COORDINATE W/ /LOCAL UTILITIES.
PAY ALL COSTS, FEES, ETC.

FURNISH AND INSTALL
STEEL STANDPIPE TO
36" BELOW GRADE

[ECT NEW 1—1/2" GAS LINE-Q
0, EXISTING GAS LINE. FIELD
EXACT SIZE AND LOCATION.

1—1/2" UNDERGROUND
GAS PIPING.

. ENI:ARGED PLUMBING SITE PLAN

PLUMBING DRAWING INDEX
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PLUMBING SITE PLAN

WATER AND GAS PLUMBING PLAN

WASTE PLUMBING PLAN

P2.1
P3.1

Q
&

WHORTON ENGINEERING, INC.

HVAC — PLUMBING — PROCESS CONTROL
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